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stringent as the NPDWRs at 40 CFR
parts 141 and 142, as well as adopt all
new and revised NPDWRs in order to
retain primacy (40 CFR 142.12(a)).

B. How does this action affect Indian
country {18 U.5.C. 1151) in Utah?

The EPA’s approval of Utah’s revised
PWSS program does not extend to
Indian country as defined in 18 U.S.C.
1151. Indian country in Utah generally
includes (1) lands within the exterior
boundaries of the following Indian
reservations located within Utah, in part
or in full: The Goshute Reservation, the
Navajo Indian Reservation, the
reservation lands of the Paiute Indian
Tribe of Utah (Cedar Band of Paiutes,
Kanosh Band of Paiutes, Keosharem
Band of Paiutes, Indian Peaks Band of
Paiutes and Shivwits Band of Paiutes),
the Skull Valley Indian Reservation, the
Uintah and Ouray Reservation (subject
to federal court decisions removing
certain lands from Indian country status
within the Uintah and OQuray
Reservations), and the Washakie
Reservation; (2) any land held in trust
by the United States for an Indian tribe;
and (3) any other areas which are
“Indian country” within the meaning of
18 U.5.C. 1151. The EPA or eligible
Indian tribes, as appropriate, will retain
PWSS program responsibilities over
public water systems in Indian country.

C. Requesting a Hearing

Any member of the public may
request a hearing on this determination
within thirty (30) days of this notice. All
requests shall include the following
information: Name, address, and
telephone number of the individual,
organization, or other entity requesting
a hearing; a brief statement of interest
and information to be submitted at the
hearing; and a signature of the
interested individual or responsible
official, if made on behalf of an
organization or other entity. Frivolous
or insubstantial requests for a hearing
may be denied by the RA.

Notice of any hearing shall be given
not less than fifteen (15) days prior to
the time scheduled for the hearing and
will be made by the RA in the Federal
Register and in a newspaper of general
circulation in the state. A notice will
also be sent to both the person(s)
requesting the hearing and the state. The
hearing notice will include a statement
of purpose of the hearing, information
regarding time and location for the
hearing, and the address and telephone
number where interested persons may
obtain further information. The RA will
issue an order affirming or rescinding
the determination upon review of the
hearing record.

Please bring this notice to the
attention of any persons known by you
to have an interest in this
determination.

Dated: May 28, 2019.

Gregory Sopkin,

Regional Administrator, Region 8.

[FR Doc. 2019-12182 Filed 6-7-19; 8:45 am]
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AGENCY: Environmental Protection
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ACTION: Notice; final approval.

SUMMARY: This document announces
our approval of an alternative work
practice (AWP) under the Clean Air Act
(CAA) in response to a request to use
new technology and work practices
developed for removal and replacement
of asbestos cement (A/C) pipe, which is
regulated under the National Emission
Standard for Hazardous Air Pollutants
(NESHAP) for Asbestos. This approval
specifies the operating conditions,
notifications, work practices, disposal,
recordkeeping and reporting
requirements that must be followed to
demonstrate compliance with the
NESHAP for Asbestos and the approved
AWP.

DATES: The AWP request for the use of
close tolerance pipe slurrification
(CTPS) for replacement of A/C pipes is
approved as of June 10, 2019.

ADDRESSES: The U.5. Environmental
Protection Agency (EPA) has established
a docket for this document under
Docket [D No. EPA-H(-0OAR-2017—
0427. All documents in the docket are
listed on the hitps://
www.regulations.gov/ website. Although
listed, some information is not publicly
available, e.g., Confidential Business
Information or other information whose
disclosure is restricted by statute.
Certain other material, such as
copyrighted material, is not placed on
the internet and will be publicly
available only in hard copy form.
Publicly available docket materials are
available either electronically through
hitps://www.regulations.gov/, or in hard
copy at the EPA Docket Center, Room

3334, WJC West Building, 1301
Constitution Avenue NW, Washington,
DC. The Public Reading Room is open
from 8:30 a.m. to 4:30 p.m., Eastern
Standard Time, Monday through Friday,
excluding legal holidays. The telephone
number for the Public Reading Room is
(202) 566—1744, and the telephone
number for the EPA Docket Center is
(202) 566-1742.

FOR FURTHER INFORMATION CONTACT: For
questions about this final action, contact
Mr. Korbin Smith, Sector Policies and
Programs Division (D243-04), Office of
Air Quality Planning and Standards,
U.S. Environmental Protection Agency,
Research Triangle Park, North Carolina
27711; telephone number: (919) 541—
2416; fax number: (919) 541-4991; and
email address: smith.korbin@epa.gov.

For questions about the applicability
of this action, contact Mr. John Cox,
Office of Enforcement and Compliance
Assurance, U.S. Envirenmental
Protection Agency, WJC South Building,
1200 Pennsylvania Avenue NW,
Washington, DC 20460; telephone
number: (202} 564—1395; and email
address: cox.john@epa.gov.
SUPPLEMENTARY INFORMATION:

Acronyms and abbreviations. We use
multiple acronyms and terms in this
document., While this list may not be
exhaustive, to ease the reading of this
document and for reference purposes,
the EPA defines the following terms and
acronyms here:

A/C  ashestos cement

ACM ashestas-containing material

ACPRP ashestos cement pipe replacement
project

ACWM asbestos-containing waste material

AD  applicability determination

ASTM  American Society for Testing and
Materials

ASU  Arizona State University

AWP alternative work practice

CAA Clean Air Act

CFR  Code of Federal Regulatians

CIPP cured-in-place pipe

CTPS close tolerance pipe slurrification

EPA Environmental Praotection Agency

HDD harizontal directional drill

HEPA high efficiency particulate air

NESHAP national emission standards for
hazardous air pallutants

OSHA Occupational Safety and Health
Administration

RACM regulated ashestos-cantaining
material, as defined in 40 CFR 61.141

VE visible emissions, as defined in 40 CFR
61.141

Organization of this document. The
information in this document is
organized as follows:

L Background
A. Summary
B. How do I abtain a capy of this document
and ather related information?
C. What is the Asbestos NESHAP and how
does it regulate remaoval of A/C pipe?



Federal Register/Vol. 84, No. 111/ Monday, June 10, 2019/ Notices

26853

D. Far A/C pipe replacement, what
conventional wark practices compart
with the Asbestos NESHAP?

E. How is an AWP approved?

F. Upon what alternative did the EPA
salicit comments?

II. What comments were received an the
AWP, and what are the EPA’s respanses
to them?

A. Comments Regarding Whether the EPA
has Met Its Regulatory Requirements faor
Alternative Appraval and Equivalency
Determination

B. Comments Regarding the Supervisar
Requirements for the CTPS AWP

C. Comments Regarding the Technical
Procedure

D. Comments Regarding the Comparison
Between CTPS and Other Pipe
Replacement Procedures

E. Comments Regarding Inspection
Requirements

F. Comments Regarding Training and
Certification

G. Comments Regarding Notifications,
Recordkeeping, and Reporting
Requirements

H. Comments Regarding Use of CTPS in
Various Soil Types

I. Comments Regarding Slurry, Its
Management, and Disposal

]. Comments Regarding Future Status of the
New Pipe and Skim Coat

K. Other Comments

III. What are the EPA’s decisions on

suggested changes ta the AWP?

A. Changes to the Natification, Repaorting,
and Recordkeeping Requirements

B. Clarifications ta the Process Description

C. Conducting a Thorough Inspection of A/
C Pipe

D. Changes to the Sampling and Analysis
Requirements

E. Decontamination Procedures

F. Clarification to Disposal Requirements

IV. What is the approved AWP for

replacement of A/C pipe?

A. What are the results of the EPA’s review
of the CTPS AWP?

B. What inspection, aperation, and
maintenance requirements would apply?

C. What notification, recordkeeping, and
reporting requirements would apply?

D. The CTPS Technique far A/C Pipe
Replacement

E. Sampling, Testing, and Utility Map
Natation Requirements

F. Trackable Pipeline Requirements

G. Slurry Removal, Containment, Labeling,
and Transportation Requirements

H. Disposal Requirements

I. Equipment Decontamination or Dispasal

]. Application of Asbestas NESHAP
Requirements

I. Background

A. Summary

In a Federal Register document dated
April 25, 2018 (83 FR 18042), the EPA

provided public notice and sclicited
comment on a request under the CAA’s
Asbestos NESHAP for the use of an
AWP used for replacement of A/C pipes.
As explained in the notice, A/C pipes
throughout the U.S. are aging and
weakening, causing ruptures that waste
fresh water; infiltrate and overburden
publicly operated treatment works
(POTWs); and pollute ground water
when wastewater leaks into subsurface
soils, streams, lakes, rivers, and oceans.

Because A/C pipes may be located
beneath and beside major roadways and
structures, and may overlap or lie
beneath other utilities (e.g., gas,
electricity, cable), their replacement can
potentially be problematic, especially in
high density residential, industrial, and
urban areas. These A/C pipes are
potentially subject to regulation under
the Asbestos NESHAP when they are
replaced.

Categories and entities potentially
affected by this action include those
listed in Table 1 of this document.

TaBLE 1—NESHAP AND INDUSTRIAL SOURGE CATEGORIES POTENTIALLY AFFECTED BY THIS FINAL ACTION

NESHAP and scurce category NAICS' code
R T (= e (gL g A e - T (O PR PRRT 221310
Distribution ling, sewer and water, construction, rehabilitation, and repair ... 237110
Sewer main, pipe and connection, construction, rehabilitation, and repair 237110
Storm sewer construction, rehabilitation, AN FEPAIT ... et e e e 237110
Irrigation systems construction, rehabilitation, and repair ..... 237110
Water main and line construction, rehabilitation, and repair . 237110
Pipeling rehabilitation CONTIACIONS ......... i i et et e e ettt e e e e oo et et e e s et ehe st e e e e e e et e e e e e s ere eneteeaeenan 237120
Horizontal drilling (e.g., underground cable, pipeline, sewer INStallation) ... 237920
Pipe fitting CONTrACIONS ..o e e 238220
Power, communication and pipeline right-of-way clearance (except maintenance) ... 238910
Pipeline transportation (except crude oil, natural gas, refined petroleum products) ... 486930
Pipeline terminal facilities, independently Oparated ... e e 488999
Pipeline inspection (ie., visual) services 541930
Asbestos removal contractors ................. 562910
BTt (ot ooy (=T g g =T G=T= A [t PP PR P URRSN 562910

" North American Industry Classification System.

This table is not intended to be
exhaustive, but rather provides a guide
for readers regarding entities potentially
affected by this final action. To
determine whether your asbestos
cement (A/C) pipe replacement project
(ACPRP) would be affected by this final
action, you should examine the
applicability criteria in the Asbestos
NESHAP (40 CFR part 61, subpart M).

If vou have any questions regarding the
applicability of any aspect of this final
action, please contact the appropriate
person listed in the preceding FOR
FURTHER INFORMATION CONTACT section of
this document.

B. How do I obtain a copy of this
document and other related
information?

The docket number for this final
action regarding the Asbestos NESHAP
is Docket ID No. EPA-H()-OAR-2017—
0427. In addition to being available in
the docket, an electronic copy of this
document will also be available on the
internet. The EPA will post a copy of
this final action at https://www.epa.gov/
stationary-sources-air-pollution/
ashestos-national-emission-standards-
hazardous-air-pollutants following
official Agency signature. Following

publication in the Federal Register, the
EPA will post the Federal Register
version and key technical documents on
this same website.

C. What is the Asbestos NESHAP and
how does it reguiate removal of A/C
pipe?

The Asbestos NESHAP is a set of
work practice standards prescribed for
the handling, processing, and disposal
of asbestos-containing materials (ACM),
and designed to minimize the release of
asbestos into the atmosphere. Asbestos
is a known human carcinogen and the
primary route of exposure is through
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inhalation of asbestos fibers. The EPA’s
intention in the Asbestos NESHAP was
to distinguish between materials that
would readily release asbestos fibers
when damaged or disturbed and those
materials that were unlikely to result in
the release of significant amounts of
asbestos fibers. If dry ACM can be
crumbled, pulverized, or crushed to
powder by hand pressure, it is
considered friable. The potential for
exposure to asbestos fibers is directly
linked to the ACM potential to become
friable, and then airborne. More
information on the health effects of
asbestos may be found at https://
www.epa.gov/asbestos/learn-about-
asbestos#effects. For more information
on the Asbestos NESHAP and how it
applies to A/C pipe, please see the 1990
Asbestos NESHAP amendments (55 FR
48406, November 20, 1990) and the
document published on April 25, 2018
(83 FR 15042).

D. For A/C pipe replacement, what
conventional work practices comport
with the Asbestos NESHAP?

Asbestos Cement pipes are
conventionally remediated in one of
three ways: Cured-in place pipe (CIPP)
lining, abandoned in place, and open
trenching. The CIPP lining is used only
on pipes that are still in good condition,
and strong enough to withstand the
daily pressures of their intended use.
The CIFPP lining is sprayed on the
interior of unbroken, inline pipes, and
is used to extend the useful life of the
pipe. More information on various CIPP
linings, formulation, and application is
available in the docket to this
document. Asbestos cement pipes may
also be abandoned in place, with the
new pipeline laid in a separate area. The
EPA issued an applicability
determination (AD) on A/C pipes that
are abandoned in place, which is
available in the docket for this
document.

Open trenching is the practice under
which the entire A/C pipe is excavated
and open to the ambient air. After
excavation, the A/C pipe is wet-cut into
6- and 8-foot sections using a snap
cutter or similar tool, wrapped for
containment, and removed for disposal.
For more information on snap cutters
and similar tools, see “Asbestos Pipe
Safety Awareness and Compliance” and
“Updated Procedures for Cutting and
Handling Asbestos Cement Pipe Client
Revision City of Richmond Nov 2008,”
available in the docket for this action.
Guidance documents on open trenching
work practices that comply with the
Asbestos NESHAP have been developed
by state and municipal agencies and are
included in the docket for this

document for reference. The AWP was
compared to open trenching because
open trenching was the only
conventional work practice that
involves the replacement of A/C pipe.

E. How is an AWP approved?

As explained at proposal, the 40 CFR
part 61 General Provisions include what
the EPA must determine in order to
approve an alternative means of
emission limitation. At 40 CFR
61.12(d)(1) and (2), the General
Provisions require that the alternative
must achieve a reduction in emissions
at least equivalent to the reduction
achieved by the work practices required
under the existing standard, and that the
Federal Register document permitting
the use of the alternative be published
only after notice and an opportunity for
a hearing.

Additionally, the Asbestos NESHAP
itself contains specific provisions under
which the EPA should review
applications for prior written approval
of an alternative emission control and
waste treatment method. 40 CFR
61.150(a)(4) authorizes “[ulse [of] an
alternative emission control and waste
treatment method that has received
prior approval by the Administrator
according to the procedure described in
40 CFR 61.149(c)(2).” Before approval
may be granted for an AWP under 40
CFR 61.150(a)(4), 40 CFR 61.149(c)(2)
explains that a written application must
be submitted to the Administrator
demonstrating that the following criteria
are met: (1) The alternative method will
control asbestos emissions equivalent to
currently required methods; (2) the
suitability of the alternative method for
the intended application; (3) the
alternative method will not violate other
regulations; and (4) the alternative
method will not result in increased
water pollution, land pollution, or
occupational hazards.

F. Upon what alternative did the EPA
solicit comments?

As stated in the proposal document at
section V. Request for Comments, the
EPA solicited comments on all aspects
of this request for approval of CTPS as
an AWP for the work practice standards
specified in 40 CFR part 61, subpart M,
the Asbestos NESHAP.

I1. What comments were received on
the AWP, and what are the EPA’s
responses to them?

The EP A received several comments
that resulted in changes to the AWP
from proposal. We are responding to
some of the most significant comments
in this document, including those
comments that resulted in changes to

the AWP. Comments not appearing in
this document are included in the
Responses to Comments Document
available in the docket (Docket ID No.
EPA-HO-OAR-2017-0427).

A. Comments Regarding Whether the
EPA Has Met Its Regulatory
Requirements for Alternative Approval
and Equivalency Determination

Comment: Several commenters stated
that the CTPS AWP is a safer and more
efficient way to remove and replace A/
C pipe, that it was likely to be better
than open cut, more economical, and
safer for the environment. One
commenter added that he and his family
have been in the underground pipe
replacement business since the mid-
1930’s and that the CTPS AWP is the
safest and most cost-effective way to
replace A/C pipes. The commenter
further offered his advisory services to
the EPA in furtherance of the CTPS
AWP. A commenter stated that the
CTPS AWP is a less disruptive way to
replace and upgrade water and sewer
pipes than open trench replacement,
and that both the environmental and
social impacts of pipe replacement are
reduced by the CTPS AWP. The
commenter expressed a preference for a
trenchless method of pipe replacement
in their neighborhood.

Response: The EPA agrees that CTPS,
at least in certain scenarios, presents a
lower potential asbestos exposure than
open trenching. Both methods meet the
Asbestos NESHAP objective to
minimize emissions of asbestos to the
air when asbestos is disturbed. The
asbestos materials for both methods are
maintained in an adequately wet state
during removal, transportation, and
disposal. We agree with the commenter
that the ke to protecting the public
health, and minimizing releases of
asbestos to the atmosphere, is adherence
to the work practices. We discussed in
83 FR 18047-48 of the April 25, 2018,
document many of the attributes of
CTPS, and we agree with the commenter
that the CTPS procedure is also less
disruptive to the public in general. We
also note, as we discuss elsewhere in
this document, that any applicable
Occupational Safety and Health
Administration (OSHA) personal
protective equipment requirements
(including for employees covered by 40
CFR part 763, subpart G) remain in
effect and are not impacted in any way
by our approval of this AWP.

Comment: The EP A received several
comments questioning whether we met
the regulatory requirements under both
the General Provisions as well as the
Asbestos NESHAP for the review and
approval of AWPs under 40 CFR part 61
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standards. Some commenters stated that
the EPA should not approve the
requested alternative because, in the
commenters’ opinion, the alternative
did not meet these comparative
objectives. One commenter was
concerned that the CTPS AWP would
not meet the Asbestos NESHAP
requirements for the fourth objective (no
increased land pollution) because the
slurry may leak into the surrounding
spils while, by comparison, chunks of
A/C pipe can be easily picked up from
the soil if broken or damaged during
removal. Another commenter stated
that, depending on the soil type
surrounding the A/C pipe being
replaced, the CTPS AWP could increase
the amount of asbestos-containing waste
material (ACWM]) to be disposed.

Response: The Asbestos NESHAP
authorizes “[u]se [of] an alternative
emission control and waste treatment
method that has received prior approval
by the Administrator.” In addressing the
four approval criteria listed above, we
evaluated (1) if the alternative method
will control asbestos emissions
equivalent to currently required
methods; (2) if the alternative method is
suitable for the intended application; (3)
if the alternative method will not violate
other regulations; and (4) if the
alternative method will not result in
increased water pollution, land
pollution, or occupational hazards.

The Asbestos NESHAFP does not
prescribe a method for pipe
replacement, but requires that the work
practices used to remove, contain, and
dispose of ACM release no visible
emissions (VE) to the outside air (or
control emissions). We evaluated the
alternative and found that it meets all
requirements for no VE, adequate
wetting, waste handling, and disposal
under the Asbestos NESHAP. Therefore,
it satisfies the first criteria, that it
controls asbestos emissions equivalently
to the work practices of the standard.

Second, the CTPS AWP is specifically
designed for the intended application.
The primary consideration of the
Asbestos NESHAP is to minimize
emissions of asbestos to the air, which
is accomplished by both open trench
methods and by the CTPS AWP.

Third, the CTPS AWP does not violate
other regulations, and does not supplant
any other requirements pertaining to the
removal, containment, transportation, or
disposal of ACWM. We note specifically
that any applicable OSHA requirements
(including for employees covered by 40
CFR part 763, subpart G), which protect
workers, remain in full effect.

Fourth, we believe use of the CTPS
AWP will not result in increased water
pollution, land pollution, or

occupational hazards compared with
open-trench and replacement, which is
not required by the Asbestos NESHAP,
but has been accepted as a NESHAP-
compliant method for A/C pipe
replacement. We compared the CTPS
AWP to open-trench replacement
because it is the traditional procedure
for A/C pipe replacement. The CTPS
AWP only exposes A/C pipe sections
that must be removed before
replacement using the underground
trenchless method. The bentonite clay
provides a seal on the inner surface area
of the annular space (tunnel) created by
the CTPS equipment train and the
surrounding soils, thereby trapping the
slurry between the pipe perimeter and
the soil, while preventing ground water
intrusion into this closed space. The
slurry is ‘squeegeed out’ of the close
tolerance space between the cavity and
the new pipe and is removed at the
vertical access points. This results in
lowering the exposure potential to
workers and the general public, not an
increase in the potential exposure. This
sealed surface area prevents slurry from
contaminating the surrounding soils,
and the ACM (which is made nonfriable
by the curing process of the
cementitious slurry) is not free to
migrate to the surface as a result of soil
movement, such as frost heaves. See the
April 25, 2018, document for more
information on frost heaves, and see the
document titled, “Bentonite Clay:
Properties and Uses,” in the docket to
this action.

We are including in the docket a
study conducted by Arizona State
University (ASU) on the use of the
horizontal direction drill (HDD)
technique to lay underground pipe.
While this was not a "close tolerance’
study, it does show that the bentonite
clay effectively seals the annular space
between the new pipe and the
surrounding seil (evaluated in both
sandy and clay soils), supports the soils
above the vacant space, and prevents
migration of soils into the space
surrounding the new pipe. See
“Evaluation of the Annular Space
Region in Horizontal Directional
Drilling Installations.” Samuel T.
Ariaratnam, Ph.D., P.Eng., ASU, 2001.
The 2001 ASU study also presents in
Section 2.1 an “Introduction to Drilling
Fluids and Additives,” which explains
the properties of bentonite clay and use
of both bentonite and drilling fluids in
the HDD industry.

Both open trench replacement and the
CTPS AWP use water to adequately wet
the A/C. Additionally, the CTPS AWP
uses drilling fluids and bentonite clay in
suspension underground while the
equipment train distributes these fluids

within the close-tolerance tunnel. As
explained in 83 FR 18045, the purpose
of the Asbestos NESHAP is to prevent
excessive emissions of asbestos to the
ambient air. Because the CTPS AWP
conducts most of the pipe removal
underground, sealing the c¢ylindrical
cavity before and during replacement
with bentonite clay, the AWP prevents
the migration of asbestos into the
surrounding scils, and the skim coat
(the portion of waste slurry that remains
on the exterior of the new pipe) that
remains is both fixed and nonfriable on
the new pipe. Additionally, water
pollution is reduced when A/C
wastewater and storm water pipes in
poor condition are replaced, resulting in
a reduction in water pollution; and fresh
water is conserved when leaking A/C
pipes are remediated. For further
information on the GTPS process, see
the document in the Docket to this rule,
titled “"Guidelines for Replacing
Asbestos Cement Pipe by Close
Tolerance Pipe Slurrification (CTPS),”
Portland Utilities Construction
Corporation, November 2018. While we
considered this document during the
development of the CTPS AWP, it
predates the approval of the AWP. Any
owner/operator performing the CTPS
AWP must follow the guidelines stated
in IV.D of this decument.

We believe the use of the CTPS AWP
will not result in increased water
pollution, land pollution, or
occupational hazards compared with
open-trench and replacement, which is
not required by the Asbestos NESHAP,
but has been accepted as a NESHAP-
compliant method for A/C pipe
replacement. While open trenching
exposes the entire length of A/C pipe to
the workers and the atmosphere during
removal operations, the CTPS AWP
exposes A/G pipe only at the trenches
at the beginning and end of the project,
and at vertical access points. These
areas are at the beginning of the ACPRP,
the end of the ACPRP, and at a few
points in between as determined by the
pipe depth, soil type (used to estimate
the drag on the line), knuckles, joints,
dropped sections of pipe, or broken
sections of pipe. Workers are not
exposed to the slurry as it is
underground during pipe replacement
and in containment at both the vertical
access points and the vacuum truck.
The slurry is contained during
transportation, and is disposed of in
sealed leak-tight containers. However, if
workers” clothing or other materials
became contaminated with slurry, it
would need to be treated as ACWM and
disposed of accordingly (see the
definition of ACWM at 40 CFR 61.141).
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For this reason, we recommend workers
wear disposable coveralls that can be
disposed of as ACWM at the end of the
ACPRFP. We also are clarifying that any
applicable OSHA requirements
(including for employees covered by 40
CFR part 763, subpart G), which protect
workers, remain in full effect. We find
that the CTPS AWP will not result in
increased occupational hazards

compared with open trenching methods.

When replacing an A/C pipe with a
new pipe of the same size (size-on-size),
the A/C pipe slurry mixture is not
significantly impacted by the outer soil
composition, and that soil type does not
play a significant role in the amount of
ACWM to be disposed of when using
the CTPS AWP.

The term ‘close tolerance’ is used to
denote that the soil displacement is at
a minimum for an HDD technology. The
volume of waste generated using the
CTPS AWP is less than that generated
using open trenching because pipe
disposal using open trenching landfills
the A/C pipe in its unaltered form, so
most of the space is taken up by the
interior open space of the pipe. In
comparison, CTPS AWP waste has no
open, empty spaces, and all ACM waste
is compactly disposed in containment.

However, when simultaneously
replacing the A/C pipe with a new pipe
that has a larger diameter (upsizing), the
additional soil from the perimeter of the
old pipe is removed with the slurry
while pulling the new pipe behind the
equipment train. For example, replacing
an 8-inch old pipe with a 12-inch new
pipe would potentially include the soil
within a 2-inch margin of the old pipe.
However, this is a matter of pipe size,
not soil type; that is, it is dependent
upon the size of new pipe in relation to
the size of the old pipe being replaced.

The s0il displacement would be
similar when replacing an A/C pipe
with a larger pipe using open trenching
and, depending on the condition of the
A/C pipe, could result in a similar
amount of ACWM to be disposed. For
instance, conducting open trenching on
an A/C pipe in poor condition could
easily result in the contamination of all
the surrounding soil. In that case, the
spil surrounding the pipe would have to
be disposed as ACWM (see 40 CFR
61.150). In such a case, the asbestos
contaminating the soils would be in a
friable state, rather than in a nonfriable
state as it is with the CTPS procedure.
We, therefore, think the two methods
are generally equivalent in this regard.

We, therefore, believe the CTPS AWP
does not result in an increase in water
pollution, land pollution, or
occupational hazards, and that it is at
least equivalent to open trench

replacement procedures for A/C pipe
replacement.

Comment: A commenter stated that
the EPA improperly allowed
comparison of the CTPS AWP as
demonstrated on a clay pipe, rather than
on an A/C pipe, which would have
more accurately demonstrated the
effectiveness of the alternative. The
commenter noted that the slurry from
clay pipe does not necessarily re-harden
into a non-friable material.

Response: The submitted evidence of
the CTPS AWP shows that A/C pipe
behaves similarly to the way clay pipe
behaves (i.e.. is ground to a fine powder
and suspends in slurry with drilling
fluids and bentonite clay) under the
CTPS process. The demonstration on
clay pipe in Greenville, South Carolina,
was used to demonstrate the CTPS
procedure to the EPA. The slurry
sample that was collected, tested, and
shown to withstand compressive
strength tests at 72 and 75 pounds per
square inch by an independent testing
laboratory, was from A/C slurry
collected from the CTPS AWP as used
at an ACPRP in Tennessee.

Comment: A commenter asked if the
emission reduction of friable asbestos
under the CTPS AWP would be similar
or more substantial than that obtained
by the work practices for the removal
and disposal practices currently
required by the rule.

Response: We believe the potential for
reducing exposure to asbestos using the
CTPS AWP is similar or at least
equivalent to the requirements of the
existing rule. We discussed the
environmental benefits of the CTPS
AWP in 83 FR 18048. Further, we note
that open trenching is not a work
practice that is required by the Asbestos
NESHAP, but we compared the CTPS
process to open trenching because the
work practices for open trenching
comply with the Asbestos NESHAP
requirements, and because open
trenching is a replacement process, as
opposed to re-lining cr abandcning the
A/C pipe in place.

Comment: We received two comments
on the potential for cross-contamination
from the slurry. One commenter
surmised that worker exposure and
potential for carry-home exposure from
waorkers to family members would be
greater, as compared to open trench
removal methods. This commenter
stated, ““Anyone who works with slurry
understands that this process is
inherently messy. Slurry finds holes in
its containment vessels, it splashes onto
workers when being handled, and gets
onto surrounding grounds and
equipment even when there are no leaks
in the containment process. Slurry dries

on the clothes of workers, on the ground
and on the equipment used to
manipulate it—all of which needs to be
thoroughly cleaned before the project is
shut down at the end of each shift.”
Another commenter added, “When an
item contacts the asbestos-containing
slurry, it becomes a potential sources of
future asbestos fiber release if and when
the slurry hardens,” adding that later
decontamination measures increase the
potential for exposure to asbestos. This
commenter added that aggressive
removal techniques such as hammering,
abrading, and sawing are often used to
remove ACM from surfaces, and that
these methods also increase the
potential for future exposure when
conducted in uncontrolled conditions.

Response: As with any activity
involving asbestos, precautions must be
taken to prevent contamination of
workers and equipment. With the
exception of the trenches at the
beginning and end of the project, and at
vertical access points, the slurry is not
accessible to workers, because it is an
underground replacement process. The
slurry is not in contact with workers
under normal operating conditions, and
all asbestos is maintained in an
adequately wet slurry at all points
where the slurry contacts the outside
air. However, if workers’ clothing or
other materials became contaminated
with slurry, it would need to be treated
as ACWM and disposed of accordingly
(see the definition of ACWM at 40 CFR
61.141). For this reason, we recommend
workers wear disposable coveralls that
can be disposed of as ACWM at the end
of the ACPRP.

Persons conducting ACPRPs using the
CTPS AWP may choose to either
decontaminate the equipment so that no
ACM remains within or on the
equipment after each ACPRP, or may
use disposable linings/containers that
prevent slurry from coming inte direct
contact with machinery, that are
disposed of as ACWM. We recommend
that excess wash water be properly
disposed of in containment, or filtered
before being allowed to be discharged as
wastewater and that the filtrate be
placed in containment and disposed of
with other ACWM at the disposal
facility. All work practices must be
consistent with those required by the
Asbestos NESHAF. For additional
information on decontamination see
section IIL.E below.

We note specifically that any
applicable OSHA requirements
(including for employees covered by 40
CFR part 763, subpart G), which protect
workers, remain in full effect.

Any decontamination effort must
comply with the Asbestos NESHAP
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work practices, as, for example, any
regulated asbestos-containing material
(RACM) and ACWM must be kept
adequately wet (see 20 CFR 61.145(c)(6)
and 40 CFR 61.150(a}(1)). Furthermore,
any owner/operator of a subsequent
renovation operation that disturbs this
asbestos-containing skim coat (the
portion of waste slurry that remains on
the exterior of the new pipe) above the
regulatory threshold would need to
comply with the Asbestos NESHATP.
Therefore, we disagree with the
commenter that the potential for
asbestos exposure is greater using GTPS
than for open trenching.

B. Comments Regarding the Supervisor
Requirements for the CTPS AWP

Comment: The EPA received a
comment asking if a trained asbestos
supervisor is still required to be onsite
during the entire CTPS ACPRP.

Response: The onsite supervisor
requirements of the NESHAP are not
changed in any way under the action to
approve the CTPS AWP. See 40 CFR
61.145(c)(8). Therefore, a trained
asbestos supervisor must still be onsite
during the entire time A/C pipe is being
replaced.

C. Comments Regarding the Technical
Procedure

The EPA received a number of
comments questioning the effectiveness
of CTPS to abate A/C pipe. Some of
these commenters made suggestions to
improve the work practice.

Comment: One commenter suggested
that, for excavation of vertical access
points, the EPA expand on these
requirements. Specifically, the
commenter suggested we change the
requirement, “the owner/operator must
not disturb A/C pipe during the digging
out of these access points. Water and
suction should be used to uncover as
much of the A/C pipe as is needed to
begin the CTPS process.” The
commenter suggested the following
language: “The cwner/operator should
avoid to the extent feasible, crumbling,
pulverizing, or reducing to powder A/C
pipe during the excavation of vertical
access points. Water and suction, hand
digging with shovels, or similar
methodologies that do not erumble,
pulverize, or reduce to powder A/C pipe
should be used to uncover the A/C pipe
as is needed to perform the CTPS
process.”

Response: We accept the commenter’s
suggested edits with one minor edit in
which we change the first sentence to
read ““The owner/operator must avoid to
the extent feasible, crumbling,
pulverizing, or reducing to powder A/C
pipe during the excavation of vertical

access points.” We agree that the added
specificity better describes how to
achieve our intended requirement that
A/C pipe not be disturbed during the
digging out of these access points, and
is consistent with current work
practices, which use backhoes to
excavate around the trench, but hand
shovels, small tools, brooms, and water
to expose the A/C pipe at vertical access
points. We further note that the
language ‘as is needed’ clarifies that
digging of the entire trench using hand
shovels is not needed, but is used to
expose the A/C pipe for removal.

Comment: A commenter surmised
that the cost of disposal of the slurry
would be greater than the cost of
disposal of intact A/C pipes because the
A/C pipe slurry would present an
increase in ACWM volume and waste,
and that, by extension, landfill issues,
including capacity at existing landfills
and disposal costs would be higher than
for A/C pipe. This commenter believes
the slurry would take up more space in
the landfill than wheole pipe because the
landfill crushes the A/C pipe after it is
received, thereby reducing its volume.

Response: Cost and increased waste
volume are not among the equivalency
determination factors that must be
weighed by the EPA to determine
equivalency with the standard.
Increased waste velume is not land
pollution because the waste is managed
to prevent exposure, which is not the
case with land pellution. Because this is
an alternative work practice and not a
mandated requirement, the relative
costs are not at issue.

Comment: Two commenters asked
questions regarding the applicability of
the AWP to the circumstances of the
ACPRP, such as preparation of the site
and the size of pipe that CTPS may be
used to replace.

Response: The standard industry
practice is to mark existing utilities at
the surface using flag markers on yards
and soil, and ink on pavement and other
impervious surfaces. The size pipe that
may be replaced depends upon the size
of the equipment train that may be used.
At this time, the equipment train is
available to install pipes up to 24 inches
in diameter. Therefore, at this time,
CTPS may be used to replace pipes up
to 24 inches in diameter. It is possible
that in the future, larger pipe sizes may
be able to be replaced using CTPS if
equipment trains of sufficient size
become available. Large pipe
replacement can be completed with
CTPS by using a larger HDD rig with the
correct drill stem rotation speed.

Comment: A commenter suggested
that the EPA specify the criteria or
specific technique that must be used to

ensure that no ACM contacts the inside
of the new pipe.

Response: All new pipes are pressure
rated and have a seal system that will
not allow outside material to come in.
All pipe pulling caps are sealed the
same way to prevent slurry material
from entering the pipe. All drilling fluid
pressure is relieved through the slurry
relief holes to prevent drilling fluid
pressure build up. While this is
standard industry practice, and the
trenchless industry has used sealed pipe
for many years, nevertheless, we are
adding these criteria to the description
of the AWP tc improve the work
practice.

Comment: Two commenters
addressed the issue that a common
decontamination technique is to use
excess water to wash ACM from all
equipment, and that this water would
have to be collected and disposed of as
ACWM along with any other
contaminated materials. A third
commenter added that, based on his
experience with developing
decontamination procedures,
decontamination of the vacuum truck
would be extremely complicated if
asbestos was a contaminant in the
debris/sludge. A fourth commenter
recommended that the AWP address
handling of the slurry residue that may
remain in or on the vacuum truck, truck
cleaning, and disposal of any wash
water.

Response: Persons conducting
ACPRPs using the CTPS AWP may
choose to either decontaminate the
equipment so that no ACM remains
within or on the equipment after each
ACPRP, or may use disposable linings/
containers that prevent the slurry from
coming into direct contact with
machinery, that are then disposed of as
ACWM. We recommend that excess
wash water be contained and filtered
before being allowed to be discharged as
wastewater and that the filtrate be
placed in containment and disposed of
with other ACWM at the disposal
facility. All work practices must be
consistent with those required by the
Asbestos NESHAP. For additional
information on decontamination see
section IILE below.

D. Comments Regarding the Comparison
Between CTPS and Other Pipe
Replacement Procedures

Comment: One Commenter stated that
the EPA’s statement in the proposal
document that no AWPs for the
replacement of A/C pipes have yet been
approved, leaves the impression that
open trenching and pipe bursting are
not approved by the EPA for asbestos
emission control in the replacement of
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A/C pipes, and that such conduct would
be a violaticn of the Asbestos NESHAP.
Another commenter asked if other
alternative pipe replacement methods,
such as pipe reaming and pipe bursting,
are allowed as a result of the approval
of the CTPS AWP.

Response: No approval is needed for
a work practice under the Asbestos
NESHAP as long as that work practice
comports with the existing requirements
of the rule. Where a potential work
practice would depart from any part of
the existing rule for a regulated activity,
40 CFR 61.12(d) explains how the FPA
may approve an AWP, and such
approval would be required in advance
of using the potential AWP. The EPA
has previously determined that when
the work practices for open trenching
are adhered to, this practice conforms to
the work practice requirements of the
rule. We have neither approved pipe
bursting nor pipe reaming as AWPs to
replace A/C pipe. Any ACPRP such as
pipe bursting or pipe reaming that
exceeds the threshold amounts of
RACM would be required to follow the
appropriate NESHAF provisions,
including the standards for active waste
disposal sites at 40 CFR 61.154 and the
inactive waste disposal site standards at
40 CFR 61.151 if any RACM is left in the
ground.

E. Comments Regarding Inspection
Requirements

The EPA received inquiries regarding
what inspection requirements would
apply to ensure the work practices were
completed correctly.

Comment: Two commenters asked the
EPA to clarify the work practices to be
used when a thorough inspection
reveals that sections of the A/C pipe to
be replaced have been crushed or are
otherwise obstructed so that the CTPS
equipment train is unable to encompass
all of the A/C pipe it is replacing. The
commenter supported the comment
with rationale from a letter dated
August 7, 2015 (available in the docket),
which stated, ““As to inspections for
asbestos and asbestos containing
materials—EPA would expect an owner/
operator to follow the steps described in
Sections 1 through 5 and Section 8 in
ASTM E2356—14 ‘Standard Practice for
Comprehensive Building Asbestos
Surveys.”” The commenter explained
that the EPA would not accept the
Limited Asbestos Screen (i.e., Practice
E2308) as a substitute for the
Comprehensive Building Asbestos
Survey and does not consider the
Limited Asbestos Screen as a thorough
inspection. The Limited Asbestos
Screen may be used to inform a
thorough inspection, and can give an

inspector an idea of what structures are
most likely to contain ACM. However,
its use is not a substitute for an
inspection. American Society for
Testing and Materials (ASTM) E2356—
14, ““Standard Practice for
Comprehensive Building Asbestos
Surveys,” is used for building surveys to
help determine the presence of asbestos
in many different types of building
materials.

Response: Pipes are specific facility
components, not complete buildings. In
buildings, some materials are often not
known to be asbestos containing until
after inspection, sampling, and analysis.
With ACPRPs, there are only a few
different types of pipes used for water
handling, and A/C pipe is readily
distinguishable from the other types.

By the time the ACPRP is started, the
location of the A/C pipe is known. For
both safety and ease, when the A/C pipe
to be replaced is a confined space, or is
less than 6 feet in diameter, standard
industry practice for underground pipe
replacement projects is for the owner/
operator to use robotic cameras and
videography to determine the location
of the pipe, including all sections of A/
C pipe. The cameras are mounted on
robotics that are controlled remotely by
the owner/operator. The camera makes
a video recording of the interior of the
pipe, and records its location within the
pipe in feet and inches (or meters and
centimeters); stopping and examining
all suspicious areas to record the size,
depth, and character of any pipe
abnormality. This video enables the
owner/operator to precisely locate any
areas of interest in the pipeline from an
above-ground location. This video is
then referred to as needed by the owner/
operator while conducting the ACPRP
and must be made available to the on-
site supervisor and/or inspector
immediately upon request.

Thus, for the pipe inspection, the
positive identification of ACM is
accomplished by the remote
videography. This is not analogous to
ASTM E2356-14, for building
inspections which guides the inspector
through sampling of suspect ACM
building materials (where the presence
and/or type of asbestos is not yet
known).

A thorough inspection must be
conducted as part of the planning of a
successful ACPRP. A leaking pipe is not
necessarily one that is crushed or
otherwise structurally compromised.
The EPA’s intent is for the owner/
operator to use open trenching to
remove sections of pipe that are no
longer in the area encompassed by the
c¢ylindrical volume that the CTPS train
will retain in the slurry, or that will

impede the normal passage of the CTPS
equipment train through the pipe.

However, it is unlikely that sections
of pipe are collapsed in an active
pipeline that is being replaced because
all pipe most likely has been repaired if
there were any collapsed sections. (The
gravity sewer would back up if it had
collapsed and water would be bursting
out of the ground from force main pipes
if there was a collapse.)

Once inspection has occurred (which
is completed before CTPS is used) the
owner/operator knows the location,
diameter, and length of A/C pipe
sections to be replaced. These
inspections identify areas of the pipe
that may be compromised (crushed, off-
center, broken) and the inspection is
compared to existing utility records, the
records are updated, and after pipe
replacement, the records are saved
electronically and/or in paper format for
future maintenance activities.

In this final document, we are also
clarifying the difference between an
inaccessible section of pipe, and an
obstructed section of pipe. An
inaccessible section of pipe is one that
is overlain by buildings or other
installments that cannot be moved, and
that prevents or significantly impedes
access to the pipe and replacement
using open trenching procedures. Roads
and sidewalks do not necessarily create
a situation where a pipe is inaccessible.
An obstructed pipe is one that has
section(s) that are structurally
compromised to the point that they may
cause or contribute to a malfunction of
the HDD equipment for the CTPS AWP.

The EPA is, therefore, clarifying the
above language to indicate what types of
situations require removal of the pipe
using other techniques before CTPS can
be implemented. Obstructions that
would impede or prevent the progress of
the GTPS equipment train through the
pipe passageway must be removed using
open trenching or another method
compliant with Asbestos NESHAP
requirements (such as abandon in-place)
before the CTPS AWP can be used.
However, when obstructions occur at an
inaccessible location (such as beneath a
building) a different approach may be
needed to complete the ACPRP (such as
sealing off the old pipe and rerouting
new pipes around the structure, or using
HDD to lay a new pipeline beneath the
structure).

Comment: Citing applicability
determination index (ADI) A—150001,
commenters asked how a thorough
inspection is done. One of these
commenters suggested the ASTM
E2356—14, “Standard Practice for
Comprehensive Building Asbestos
Surveys,” should be used to






